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Separating Wall – Modular Build Steel Frame E-WS-6

robustdetails® This guidance relates only to specific aspects of Part E (England & Wales) & Part G (Northern Ireland)

CHECKLIST (to be completed by site manager/supervisor)

Company: 

Site: 

Plot:                              Site manager/supervisor:

Ref.   Item 
 
1.       Are separating wall leafs at least 40mm apart? 

2.       Are the metal frames a minimum of 100mm or greater? 

3.       Are the twin wall frames isolated from each other (no direct 
fixings) except for specified tie plates? 

4.       Is the mineral wool placed in the cavities of both leafs? 

5.       Are the 2 layers of gypsum-based board nominal mass per 
unit area 23 kg/m2 for both sides? 

6.       Are all joints in the separating wall lining staggered? 

7.       Are all joints sealed with tape or caulked with sealant? 

8.       Is the separating wall satisfactorily complete? 
 

Notes (include details of any corrective action)

Yes  No         Inspected 
  (4)    (4)          (initials & date)

Site manager/supervisor signature   . . . . . . . . . . . . . . . . . . . . . . . . . . .
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